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Comments: 
UL300 is a national testing 
standard used throughout the 
commercial cooking 
equipment fire-extinguishing 
industry. 
 
UL300 compliant systems 
utilize wet chemical 
extinguishing agents. 

 
Question: Must fire-extinguishing equipment installed in exhaust hoods protecting 

commercial cooking equipment meet the requirements of UL300? 
 
Response: Yes. 
 
All new exhaust hood fire-extinguishing equipment must meet the UL300 standard.   
 
Existing commercial cooking fire-extinguishing equipment must meet the UL300 
standard when any of the following conditions occur: 
 
1.  The exhaust hood is altered or moved. 
2.  Additional cooking equipment is added under the exhaust hood. 
3.  The required 12 year hydrostatic test is performed on the fire-extinguishing      
      equipment. 
4.  The existing dry chemical fire-extinguishing equipment can no longer be     
      properly maintained in working order. 
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